
PENDER COUNTY UTILITIES 
605 E FREMONT STREET 

PO BOX 995, BURGAW, NC 28425 

STANDARD NOTES 
PCU WATER SYSTEMS 

VERSION #4 – OCTOBER 2023 

PCU STANDARD NOTES 

1. A PRE‐CONSTRUCTION MEETING IS REQUIRED BEFORE BEGINNING WORK.

THE MEETING MUST BE SCHEDULED WITH PENDER COUNTY UTILITIES
(PCU) AT LEAST ONE WEEK IN ADVANCE. ATTENDEES MUST INCLUDE PCU,
THE UTILITY CONTRACTOR’S SUPERINTENDENT, THE SUPPLIER, AND THE
CONSULTING ENGINEER.

2. ALL MATERIALS USED SHALL CONFORM TO PENDER COUNTY UTILITIES
REQUIREMENTS. NON‐CONFORMING MATERIAL WILL NOT BE ACCEPTED
FOR FINAL CERTIFICATION.

3. ALL PIPE SHALL BE C900 CR18 PVC, UNLESS OTHERWISE NOTED (SEE PCU
STANDARD DETAIL). PCU MUST APPROVE THE USE OF DIP IN THE FIELD
BEFORE INSTALLATION. PIPE SHOULD NEVER BE UNDER THE ROADWAY,

PARKING LOT, OR SIDEWALKS. PENDER COUNTY UTILITIES DOES NOT ALLOW
SIZE‐ON‐SIZE TAPS.

4. PCU STANDARD WATERLINE PIPE RESTRAINING METHOD IS MEGA LUGS. AT
A MINIMUM ALL FITTINGS, VALVES, ETC. MUST BE RESTRAINED (SEE PCU
STANDARD DETAIL).

5. PCU MUST INSPECT CASING INSTALLATIONS PRIOR TO BACKFILL. PCU MUST

WITNESS PRESSURE TESTS, AND WITHDRAWAL OF BACTERIOLOGICAL
SMAPLES. CONTACT PENDER COUNTY UTILITIES INSPECTOR TO SCHEDULE.

6. CLOSE‐OUT DOCUMENTS WHICH MUST BE RECEIVED PRIOR TO PCU
SIGNING THE NCDEQ PWSS APPLICANT CERTIFICATION INCLUDE:
BACTERIOLOGICAL TESTS, PRESSURE TESTS, DEED OF DEDICATION,
AFFIDAVIT/RELEASE OF LIENS, WARRANTY, AND RECORDS DRAWINGS (PDF
& GIO REFERENCED CAD).

7. AN 18‐MONTH WARRANTY PERIOD APPLIES TO ALL WATERLINE

CONSTRUCTION. THIS WARRANTY PERIOD DOES NOT BEGIN UNTIL FINAL
APPROVAL OF THE SYSTEM HAS BEEN RECEIVED FROM NCDEQ PWSS.







Mega-Lug Restraint
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3.    VALVES MAY NOT BE LOCATED IN DITCHES, 
DITCH OR SWELL, ASPHAULT OR SIDEWALKS.
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NOTES:
1. PENDER COUNTY STANDARD RESTRAINT 

METHOD IS MEGA LUGS, UNLESS 
SPECIFICALLY APPROVED BY PCU IN 
WRITING.

2. ALL FITTINGS AND JOINTS SHALL BE 
RESTRAINED JOINT.

3. "L" ABOVE IS GIVEN IN FEET FROM 
FITTING JOINT.

PENDER COUNTY UTILITIES 
605 E FREMONT STREET 

PO BOX 995, BURGAW, NC 28425

RESTRAINED JOINT TABLE
STANDARD DETAIL

VERSION #2 – OCTOBER 2023
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Mega-Lug Restraint






